Addendum 3/ITB 4529
/ @ Metro

600 NE Grand Ave.
Portland, OR 97232-2736

Issued on February 3, 2026

Metro Central Station Bay 1 Floor Repair

The following information in this addendum, hereby become part of the Invitation to Bid. It is essential
that all prospective Bidders note the content of this Addendum.

Important Dates

e Avoluntary in-person Pre-Bid Conference is scheduled for all potential prime and sub-
contractors on February 10, 2026 at 9:00 a.m. at the Metro Central Transfer Station, 6161 NW
61st Ave, Portland, OR 97210. See parking map attached.

e The bid due date has been extended. Sealed bids must be enclosed in a sealed envelope and
mailed or delivered to Metro, 600 NE Grand Avenue, Portland, Oregon 97232-2736, no later
than February 24th, 2026 at 2 p.m.

Questions and Answers

Q1: The ITB states we’re to provide a low carbon 5,000 PSI mix design that’s under the Global
Warming Potential of 250 kg of CO2 per cubic yard of concrete; however the concrete specifications
do not include this information - is this project subject to the previously mentioned GWP concrete
ready-mix limitation to achieve Sustainability Goals for the tipping floor replacement only?

A1l: The ITB has a typographical error, and the correct Global Warming Potential is 295 kg of CO2 per
cubic yard of concrete. The EPD submitted will need to show 295 kg of CO2 per cubic yard of concrete or
less. The specifications on the drawings provide for a Type 1L mix which is a low carbon concrete mix.

Q2: Keynote 5/5-110 states we’re to grind down an existing embedded steel pipe 1” below top of
finished slab. The floor overlay materials can be poured over exposed metal or rebar, so is this to be
ground down below the existing finished slab elevation, or is the pipe to be ground down 1” below
top of the new finished slab height? If it’s to be ground down, is it concrete filled pipe?

A2: This pipe does not need to be ground down if the overlay material can achieve a minimum 2-inch
thickness without the pipe intruding into the overlay.

Q3: There is a work task without a keynote identified on S-110 in the concrete overlay area that states
to “Grind down %" x 3” embedded steel plate where it does not meet 2” thick overlay requirement.”
What is the intent of this note when the area to be ground down is located in the deep fill section of
the floor, already below the 2” overlay thickness requirement.

A3: This steel plate does not need to be ground down if the overlay material can achieve a minimum 2-
inch thickness without the steel plate intruding into the overlay. The embed plates are sloped toward the
abandoned pit. Based on the survey data (for reference only), the overlay near the pit appears to be able
to maintain a minimum 2 inches without grinding down the embed plate. However, areas farther from
the pit, where elevations are higher, may require grinding to allow for a minimum 2-inch-thick overlay.
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Q4: Detail 1/5-510 shows our flooring material to be inset into the existing floor approx. 2” below the
surrounding grades — the concrete resurfacing product specified is an overlay material and the
application process will not be a 2” grind out of the entire area to be filled. Please confirm the intent
is to overlay the floor from a keyway that blends into the existing surrounding grades, similar to
what’s shown in Detail 2/5-510.

A4: The main goal is to provide a minimum 2” overlay and achieve a surface that is as level as possible,
without ponding. Based on the survey data (for reference only), the elevation at the abandoned pit is
lower. In this case, grinding of the concrete is not required—only surface preparation is needed. The
overlay near the pit appears to be able to maintain a minimum 2 inches without grinding down.

The proposed overlay elevation is shown on Sheet S-110. If only the concrete edge—where the overlay
material meets the existing slab—is ground down, and a minimum 2” overlay is applied following the
existing slab profile, the overlay thickness at the abandoned pit would become much thicker
(approximately 6”). We understand that the overlay material is expensive. The primary objective is to
make the floor as flat as possible to eliminate ponding without adding much overlay material.

Q5: Existing Keynote E9 states “Existing 10" unreinforced concrete, refer to 5/5S-500 for existing
conditions under 10” concrete slab.” Detail 5/5-500 shows two completely different existing condition
applications that may not be feasible.

A5: The existing conditions beneath the existing 10” slab are unknown. The two conditions shown on
Detail 5/5-500 are based on the record drawings. Please see the attached document.

Qe6: Existing Condition 1 - what are the compaction requirements for achieving code required
compaction testing when there is a minimal rock section over an existing asphalt or concrete surface
that is an unknown condition (i.e. your compaction is only as good as your sub-base)? The existing
soil/grave shall be compacted to 90% of max density in accordance with ASTM test method D-1557.
A6: The existing soil/grave shall be compacted to 90% of max density in accordance with ASTM test
method D-1557.

Q7: Existing Condition 2 — what is the thickness of the material to remain and work over? When we
saw cut an unknown depth of concrete, we will be cutting into this base layer at some point which will
compromise this layers integrity.

A7: Overcutting material under the existing doesn’t affect the structure in this case. The thickness of the
slab underneath of existing slab is unknown. There is no data available.

Q8: Existing Condition 2 — if the materials are bonded together, what is the procedure for the
additional demo and base rock reimbursement that will be required to provide a good base for the
new concrete?

A8: Overcutting the material beneath the existing slab does not affect the structure in this case. The
thickness of the slab beneath the existing slab is unknown, and no data is available.
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BKR |cr. L1 or| BKR BKR |or L1 or| BKR
SERVICE RATING |No. L2 NO. | RATING SERVICE SERVICE RATING |No. L2 No. | RATING SERVICE
(AMPS) L3 (AMPS) (AMPS) L3 (AMPS)
N\ N\ N\ N\
BAY 1 ROW 1 LIGHTS 20 |1 —e——— —2| 20 |BAY 2 ROW 3 LIGHTS N.E. FIRE SPRINKLER 20 |1~ ———— —{2| 20 |[N.W. FIRE SPRINKLER RM C.O.
BAY 1 ROW 1 LIHGTS 20 |3 1—e—" 14| 20 |BAY 3 ROW 1 LIGHTS SPARE 20 |3 1—e—" 14| 20 |#3 DENSIFIER CONVEYOR C.O.
BAY 1 ROW 1 LIHGTS 20 5 L Q—A— 6 20 BAY 3 ROW 1 LIGHTS #1 DENSIFIER C.O. 20 5 L .—A— 6 20 |N.W. FIRE SPRINKLER HEATER
BAY 1 ROW 2 LIGHTS 20 |7 e 18| 20 [BAY 3 ROW 1 LIGHTS S.W. FIRE SPRINKLER RM | 20 |7 -e 18| 20 |AXP PANEL C.0.
BAY 1 ROW 2 LIGHTS 20 |91 ¢+ 1i0| 20 [BAY 3 ROW 1 LIGHTS SPARE 20 |91 e1""Jio] 20 [AxP PANEL c.0.
BAY 1 ROW 2 LIGHTS 20 [ o 12| 20 |BAY 3 ROW 1 LIGHTS # DENSIFIER CONVEYOR C.0.| 20 |11} e 12| 20 |N.E. FIRE SPRINKLER RM.
BAY 1 ROW 2 LIGHTS 20 13" ‘e {14 20 |[BAY 3 ROW 2 LIGHTS #2 DENSIFIER C.O. 20 |13 e ™ 114| 20 |DENSFIER #2 CONVEYOR C.0.
BAY 1 ROW 2 LIGHTS 20 |15 L |16 20 BAY 3 ROW 2 LIGHTS FAB. SHOP RECEPTS 20 151 @ |16 20 |#3 DENSIFIER C.O.
BAY 1 ROW 3 LIGHTS 20 [17 & 18| 20 |BAY 3 ROW 2 LIGHTS FAB. SHOP RECEPTS 20 17 O—T—18 20 |DRILL PRESS
BAY 1 ROW 3 LIGHTS 20 |19 e " 120| 20 |[BAY 4 ROW 1 LIGHTS FAB. SHOP RECEPTS 20 |19 e 120
BAY 1 ROW 3 LIGHTS 20 |21 —e—""122| 20 |[BAY 4 ROW 1 LIGHTS SE. FIRE SPRINKLER o |2 —’:\ ® T— 22 AW, FIRE SPRINKLER
30 . .
BAY 2 ROW 1 LIGHTS 20 |23 & 24| 20 |BAY 4 ROW 2 LIGHTS COMPRESSOR 23 o |24 COMPRESSOR
BAY 2 ROW 1 LIGHTS 20 |25 ‘e "™ _126| 20 |[BAY 4 ROW 2 LIGHTS SPACE 251 "¢ 126 SPACE
BAY 2 ROW 1 LIGHTS 20 |27 @1 " 128] 20 |[BAY 5 ROW 1 LIGHTS SPACE 2711 ¢ L 7 o8 SPACE
BAY 2 ROW 2 LIGHTS 20 |29 & {30 20 [BAY 5 ROW 1 LIGHTS SPACE 29" o {30 SPACE
BAY 2 ROW 2 LIGHTS 20 [31-"e "™ 132| 20 |[BAY 5 ROW 2 LIGHTS SPACE 3 e 32 SPACE
BAY 2 ROW 2 LIGHTS 20 33" 1" "134] 20 |[BAY 5 ROW 3 LIGHTS SPACE k] B N Wl B N F9A SPACE
BAY 2 ROW 2 LIGHTS 20 |35 g .—A— 36 20 BAY 5 ROW 3 LIGHTS SPACE 35 e Q—A— 36 SPACE
BAY 2 ROW 2 LIGHTS 20 |37 e 138 20 |BAY 5 ROW 4 LIGHTS SPACE 37 e |38 SPACE
BAY 2 ROW 3 LIGHTS 20 |39 " |40| o0 |TRUCK WASH LIGHTS SPACE 39" o1 140 SPACE
BAY 2 ROW 3 LIGHTS 20 |41 @ 142| 20 |SPACE SPACE 7] g SR NG . PV SPACE
480/277 VOLT, 3 PHASE, 4 WIRE 208/120 VOLT, 3 PHASE, 4 WIRE
(LIGHTS)
BKR |or. L1 or| BKR
SERVICE RATING |No. L2 No. | RATING SERVICE
(AMPS) L3 (AMPS)
rm N\
1| ——— — 23 SPACE
WATER HEATER 70 |2 T @— |23 SPACE
A~ ~
3 o — 24 SPACE
BKR |cr. L1 or| BKR 4 -T-o T 25
SERVICE RATING |No. L2 No. | RATING SERVICE
(AMPS) L3 (AMPS) ROOF UNIT 20 5 _f:\ ® ”:\_ 26| 15 DUCT HEATER
SPACE 32— ——¢— — 31 SPACE 61— - —Z/
SPACE 30 e— 1 "o SPACE 7T ¢ {28
SPACE 28l Y| o 1 127 SPACE DUCT HEATER 30 |s _f{\ o ™ l2g| 30 | DUCT HEATER
—~ —~ 20KW ~ /j\ 20KW
SPACE 26 |— ®— —25 SPACE 9 | & —30
SPACE 24" o 23 SPACE 10T 3 SPACE
SPACE 2" oL 1o SPACE gk’?f HEATER 15 |11 —”:\ o 132 SPACE
WOODLINE PIT LIGHTS 20 |20 o |19 SPACE 12 e I33 SPACE
SPARE 20 |18 ‘e ™ 117| 20 |[SPARE SPACE 13 e 134 SPACE
COMMERCIAL PIT LIGHTS 20 |16 11" 115| 20 [BXP PANEL C.. SPACE i N P G e N o SPACE
MSW #1 PIT LIGHTS 20 |14 o 13| 20 BXP PANEL C.O. SPACE 151 o |36 SPACE
MSW #2 PIT LIGHTS 20 [12"-e “>{11| 20 |WOODLINE 110 VOLT SPACE 16 —o 137 SPACE
MSW #2 PIT LIGHTS 20 [10}">1 1" "1o| 20 [WOODLINE GRAPPLE FAN SPACE 17 e 38 SPACE
BALER PIT LIGHTS 20 |8 & 7| 20 |MSW # GRAPPLE FAN SPACE 18" o {39 SPACE
SPARE 20 |6 e 15| 20 [MSW #2 110 VOLT SPACE 19" e 40 SPACE
SPARE 20 |4 17" >13| 20 |MSW # GRAPPLE FAN SPACE 20 o114 SPACE
SPARE 20 |2 ¢ 11| 20 [msw # 110 voLT SPACE 1 ¢ a2 SPACE
208/120 VOLT, 3 PHASE, 4 WRE 480/277 VOLT, 3 PHASE, 4 WIRE
(OPERATIONS)
BKR |or. L1 or| BKR BKR |or L1 or| BKR
SERVICE RATING |No. L2 No. | RATING SERVICE SERVICE RATING |No. L2 No. | RATING SERVICE
(AMPS) L3 (AMPS) (AMPS) L3 (AMPS)
- Te—— SPACE T e———
FAB. SHOP 1 iy ~ 2 1 A~ A~ 2
EEEOTACLE w0 |3 o— "1, SPACE SPARE 20 |3-T1—e—T14| 40 |[HVAC
A ~ N A ELECT. ROOM B
5 o s SPACE 5 o &6
7 _I_‘ g SPACE 7 _I_‘ g SPACE
FAB. SHOP ~ ~
RECEPTACLE 0 o= |—T® —10 SPACE SPARE 20 gt o —{10 SPACE
Mg I g DY SPACE 1 - 12 SPACE
13- M SPACE 13- 14 SPACE
EEEEPSPA%T_E 40 115 _I " 1 SPACE SPARE 20 |15 —I o s SPACE
17 o s SPACE 17+ o 18 SPACE
SPACE 19— ‘e 0 SPACE R TRALER 19 _I_g P SPACE
100
SPACE P S D N E g B PYA SPACE 21 o SPACE
N\ N\ N\ N\
SPACE 23— - —24 SPACE SPACE 23— - —24 SPACE
SPACE 25— e S PP SPACE SPACE 25— e 106 SPACE
SPACE Py M NI W B N PYN SPACE SPACE Py M N W Eg N PYS SPACE
SPACE 2o — & 30 SPACE SPACE 29 — & 30 SPACE
480/277 VOLT, 3 PHASE, 4 WIRE 4-80/277 VOLT, 3 PHASE, 4 WIRE
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SERVICE RATING |No. L2 No. [ RATING SERVICE SERVICE RATING |No. L2 No. [ RATING SERVICE SERVICE RATING |No. L2 No. | RATING SERVICE
(AMPS) L3 (AMPS) (AMPS) L3 (AMPS) (AMPS) L3 (AMPS)
N\ N\ Y Y N\ N\
SITE LIGHTS—N.W. 20 |1~ —o—— 2 SPACE 1= l-—1—>2 TRUCK WASH LIGHTS 200 |1~ —e—— 2| 20 |BAY 1 ROW 1 LIHGTS
% —~ —~ DENSIFIER #1 Py A MSW #1 AND #2 —~ —~
SITE LIGHTS—N.E. 33— —"—eo— —4 SPACE SUMP PUMPS 20 3 — | — o | — 4 20 SUMP PUMPS SPACE 3— —J—e— —4 20 BAY 1 ROW 1 LIHGTS
N\ N\ N\ N\ N\ N\
SITE LIGHTS—S.W. 20 |5~ e~ — 6| 20 SPARE 51 e —6 SPACE 51 - —{6| o0 |BAY 1 ROW 1 LIHGTS
SITE LIGHTS—SMOKE STACK| 20 |7 ‘¢ " lg| 20 | SPARE 7 —I—g I— 8 SPACE 71" e “~18| 20 |BAY 1 ROW 3 LIHGTS
~ ~ DENSIFIER #2 AND #3 WOODLINE AND COMM. ~ ~
SITE LIGHTS—S.E. 20 19~ * —10] 20 | sPARE SOMp PuMS # 20 |9 |—T—®— || 20 | sSumP PUMPS SPACE 9 * —10| 20 |BAY 1 ROW 3 LIHGTS
WALL PACKS—S.E. 20 (11| o 12| 20 | SPARE e o 12 SPACE " o 12| 20 |[BAY 1 ROW 3 LIHGTS
CONOPY LIGHTS—SOUTH 20 (131" ¢ " _114| 20 | spARE 13-"T-o T—14 SPACE 13 o ““114| 20 |BAY 2 ROW 1 LIHGTS
WALL PACKS—N.W. 20 |15 ® _l16| 20 SPARE S.E. ROLL UP DOORS 20 15_’{'\ ® /1\—16 20 WEST ROLL UP DOORS SPACE 15 ® "™ 116| 20 |BAY 2 ROW 1 LIHGTS
SPARE 20 |17 o 18] 20 | gpaRE 17 o 18 SPACE 17 e 18| 20 |[BAY 2 ROW 1 LIHGTS
19-To 20 P ANEL "GxP" 19-"T-¢ 20 SPACE 19" ‘e “120| 20 |BAY 2 ROW 3 LIHGTS
PANEL "GL” FEEDER 200 |21 _Al\ ® f:\_ 22| 200 TRANSFORMER SPARE 20 21 —Al\ | Al\— 22| 20 EEENQFTE[EI\?L ROOM ~A SPACE 21 L 122 20 BAY 2 ROW 3 LIHGTS
23 o 24 (XFMR FEEDS PNL GXP) 23 o 24 SPACE 23 & 24| 20 |BAY 2 ROW 3 LIHGTS
25 —T—c {26 25 —I—g I— 26 SPACE 251" @ “126| 20 |BAY 3 ROW 2 LIHGTS
PANNEL "GSP” FEEDER 200 |27 @1 " 128| 100 | SPARE SPARE 20 |27 Py |'—{28| 20 | SPARE SPACE 27| o1 7128 20 |BAY 3 ROW 2 LIHGTS
~
sol_- oI350 gl o 30 SPACE 29" e —{30| 20 |[BAY 3 ROW 2 LIHGTS
SPACE 1" |32 SPACE 31 —I—o I— 32 SPACE 31 e 32| 20 |BAY 4 ROW 1 LIHGTS
SPACE 33— {34 SPACE SPARE 20 (3B |—T* | —134| 20 | SPARE SPACE 33— {34| 20 |BAY 4 ROW 1 LIHGTS
SPACE 3 o 36 SPACE 3 o 36 SPACE 3 o 36| 20 |[BAY 4 ROW 2 LIHGTS
SPACE 37 e |38 SPACE 37-T-o T|38 SPACE 37 e 138 20 |BAY 4 ROW 2 LIHGTS
~ ~ A~ A~ ~ ~
SPACE 41 —A—.—A— 42 SPACE 41 —A—.—A— 42 SPACE 4 —A—.—A— 42 20 BAY 5 ROW 4 LIHGTS
480/277 VOLT, 3 PHASE, 4 WIRE 480/277 VOLT, 3 PHASE, 4 WIRE 480/277 VOLT, 3 PHASE, 4 WIRE
PANEL G PANEL GSP PANEL GL
(ELECTRICAL ROOM "A”) (SUMPS) (LIGHTS)
BKR |cRr. L1 cr.| BKR
SERVICE RATING |o. L2 No. | RATING SERVICE
(AMPS) L3 (AMPS)
N\ N\
LUNCH ROOM+ENTRANCE RECEPT.| 20 |11~ —@—— 2| 20 |LUNCH RM + MENS RM RECEPTS
SERVICE RATING |No. L2 No. [RATING SERVICE LUNCH RM COUNTER RECEPT.) 20 |3 P _’_A 4| 20 |LUNCH RM COUNTER RECEPT. SERVICE RATING |No. L2 No. [ RATING SERVICE
(AMPS) L3 (AMPS) LUNCH RM COUNTER RECEPT.| 20 |5 @ —{ 6| 20 [LUNCH RM + WOMENS RM RECEPTS (AMPS) L3 (AMPS)
N\ N\
1 —I—Q—I— 2 OPERATIONS BUILDING WEST LUNCH RM RECEPT.| 20 |71 e "™ 18| 20 |WEST LUNCH RM RECEPT. RECEPTACLES 20 |1}~ —e——" 2| 20 |RECEPTACLES
METRO BUILDING FEEDER ~ ~ ~ 0
100 |31 — 14| 200 | FEEDER 0 |9 |~ 110 20 RECEPTACLES 20 |3l ¢ ™ 14
PANEL GXP2 /L /L DANEL GXP1 MENS RM RECEPT. GFCI . ® . WOMENS RM RECEPT GFCI g gy 20 |KITCHEN RECEPTACLE
5 o —6 JANITOR RM RECEPT. GFCI| 20 |11} e 12| 20 |ACCOUNTANT RM RECEPT. RECEPTACLES 20 |5F o —6
Ve Ve N\ Yy
7= I'—8 ASSIST. MANAGER RM RECEPT.| 20 |13 e ™ 114| 20 |[SEC. RM RECEPT ROOF PLUG 20 |7~ -¢ '~ 8
SCALE "A” FEEDER 40 |l Nl o 1™ Lol 40 | SCALE "c” FEEDER ~ ~ 20 ol & LA ljg| 40 [SPARE BKR |cr. L1 BKR
PANEL OXP3 gk gk SANEL OXPS SEC. RM RECEPT. 20 |15 ® _{16| 20 |COPIER + JANITOR RECEPT. SPACE . . SERVICE (RATIN(; No- L2 | _ ?AnN% SERVICE
AMPS AMPS
M= o —{12 SEC. RM RECEPT. 20 [17" o {18 20 |MANAGER RM RECEPT SPACE 20 M= | —12
~ ~ : : : ~ Py 20 |WATER HEATER % L~ 0
13| - —{14| 20 |ELECT. RM. A PHONE BOARD CONFERENCE RM RECEPT. | 20 |19 e “™_120| 20 [COMPUTER ISOLATED RECEPT. RECEPTCALES 20 |13 @ —14 RECEPTACLES 1 /\_‘— 2 RECEPTACLES
SCALE "B” FEEDER A ~ ~ ~ ~ ~ s o 4| 20
N\ N\ N\ I
17 & —{18| 20 |SPARE RM LIGHTS EAST 20 |23 & 24| 20 |[SEC. RM LIGHTS LIGHTS 20 |17 o 18| 20 |HEAT TAPE — > PN '_A ®| 50 |FURNACE
~ ~ ~ ~ ~ 0 WATER HEATER 7" ¢ 18
OPERATIONS BLDG SCALE | 20 |19 e " 120| 90 |GENERATOR BATTERY CHARGER MENS RM LIGHTS 20 |25 e ' [26] 20 | WOMENS RM LTS, EXHAUST FAN LIGHTS 20 |19 e AI\_ 20 — . .
N\ N\ N\ - —
WATER MAIN VAULT C.O. 20 |21 ’ —22| 20 |FIRE ALARM PANEL OUTSIDE COOLING UNIT 27T @1 128| 20 |ELECT. RM LIGHTS LIGHTS 20 |21 * —{22| 40 |HVAC UNIT LIGHTS ° \ L1° 40 [ac uniT
20 /j\ | ~ ~
MECHANICAL ROOM LIGHTS| 20 [23}-" o {24 20 [TOOL ROOM LIGHTS (AR CONDITIONER) 291 o {30 20 |ELECT. RM RECEPT RECEPTACLES 20 |23 o 24 RECEPTACLE N.W. 20 |1 ) L
) ) ~
N\ N\ -
ELECT. RM A & B LIGHTS| 20 |25 -e —{26| 20 |SPARE NSIDE HEAT UNIT RE LT T 32 25 —I—O 13 /L*
GENERATOR ENGINE HEATER| 20 |27~ —e—— {28| 20 |SPARE 33 _fl\_.__f*l\_ 34| 50 |ROOF UNIT MAIN BREAKER 100 |27 —e—— MAIN BREAKER 40 15—)\—’——
SPACE 20" @7 1{30| 20 |spaARE ROOF RECEPT. 20 |3 — ¢ {36 p1) A 17— ——e—
208/120 VOLT, 3 PHASE, 4 WRE 208/120 VOLT, 3 PHASE, 4 WIRE 208/120 VOLT, 3 PHASE, 4 WIRE 208/120 VOLT, 3 PHASE, 4 WIRE
PANEL GXP PANEL GXP1 PANEL GXP2 PANEL GXPJS
(ELECTRICAL ROOM "A”) (OPERATIONS) (METRO) (SCALE HOUSE A)
BKR L1 BKR
BKR . L1 .| BKR CIR. CIR.
SERVICE RATING |No. L2 0. |RATING SERVICE SERVICE ?/:\J'PNS% no- L2 no- ?:J'PNS‘; SERVICE
(AMPS) L3 (AMPS)
~ ~ 20 g s 20
~ ~ 3Ll o 12
BASE BOARD HEATER 20 [P T -4 SPACE BASE BOARD HEATER 20 ~ ™ A
~ ™ 5 | o6
> * 1% so |Furnace /\ ~ 20 |FURNACE
WATER HEATER 20 |71 o s WATER HEATER 0 |7— - —8
~ ™ 20 |g| "] ¢ L™ 1o
LIGHTS 20 |9 1 0 |ac uniT LIGHTS P PN 40 |AC UNIT
SPACE 1 o |12 SPACE 11 o 12
any
13 —T—c 13— &
208/120 VOLT, 3 PHASE, 4 WRE 208/120 VOLT, 3 PHASE, 4 WRE
PANEL GXP4 PANEL GXP5
(SCALE HOUSE B) (SCALE HOUSE C)
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