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Kunga Woser, Supervisor Asbestos Laboratory

Client Project: 2022-0806-56
Location:  XL6583 - NW Control Tower Bridge 99/530E

Dear Mr. Patterson,

Enclosed please find test results for the 32 sample(s) submitted to our laboratory for analysis on
4/25/2024.

Examination of these samples was conducted for the presence of identifiable asbestos fibers using
polarized light microscopy (PLM) with dispersion staining in accordance with U. S. EPA 40 CFR
Appendix E to Subpart E of Part 763, Interim Method for the Determination of Asbestos in Bulk
Insulation Samples and EPA 600/R-93/116, Method for the Determination of Asbestos in Bulk Building
Materials.

For samples containing more than one separable layer of materials, the report will include findings for
each layer (labeled Layer 1 and Layer 2, etc. for each individual layer). The asbestos concentration in
the sample is determined by calibrated visual estimation.

For those samples with asbestos concentrations between 1 and 10 percent based on visual estimation,
the EPA recommends a procedure known as point counting (NESHAPS, 40 CFR Part 61). Point
counting is a statistically more accurate means of quantification for samples with low concentrations of
asbestos.

The detection limit for the calibrated visual estimation is <1%, 400 point counts is 0.25% and 1000 point
counts is 0.1%

Samples are archived for two weeks following analysis. Samples that are not retrieved by the client are
discarded after two weeks.

Thank you for using our laboratory services. Please do not hesitate to call if there is anything further we
can assist you with.

Sincerely,

Enc.: Sample Results

May 2, 2024

Cameron Patterson
NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

RE: Bulk Asbestos Fiber Analysis; NVL Batch # 2407387.00
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< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

24045612Lab ID: Client Sample #: 2022-0806-56-3-1
Layer 1 of 1 Description: White chalky material with paper and paint

Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %
Gypsum/Binder, Fine grains, Calcareous particles 17%Cellulose None Detected ND

Paint

24045613Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-2

Layer 1 of 1 Description: White chalky material with paper
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Gypsum/Binder, Fine grains, Calcareous particles 14%Cellulose None Detected ND

24045614Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-3

Layer 1 of 1 Description: Off-white fibrous material with debris
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles, Debris 97%Cellulose None Detected ND

24045615Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-4

Layer 1 of 1 Description: Off-white fibrous material with debris
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles, Debris 94%Cellulose None Detected ND

24045616Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-5

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02
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< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

Layer 1 of 1 Description: Gray cementitious material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Concrete/Binder, Gravel, Cementitious particles NDNone Detected None Detected ND

Paint

24045617Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-6

Layer 1 of 1 Description: Gray cementitious material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Concrete/Binder, Gravel, Cementitious particles NDNone Detected None Detected ND

Paint

24045618Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-7

Layer 1 of 2 Description: Brown linoleum
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine grains, Fine particles 14%Cellulose None Detected ND
Layer 2 of 2 Description: Black fibrous material

Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %
Binder/Filler, Glass beads 98%Glass fibers None Detected ND

24045619Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-8

Layer 1 of 1 Description: Brown linoleum
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine grains, Fine particles 17%Cellulose None Detected ND

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02
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< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

24045620Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-9

Layer 1 of 1 Description: Black fibrous material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Glass beads, Wood flakes 94%Glass fibers None Detected ND

2%Cellulose

24045621Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-10

Layer 1 of 1 Description: Black fibrous material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Glass beads, Wood flakes 96%Glass fibers None Detected ND

2%Cellulose

24045622Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-11

Layer 1 of 1 Description: Black crumbly material with black thin film and paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Mineral grains, Fine particles NDNone Detected None Detected ND

Plastic, Paint

24045623Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-12

Layer 1 of 1 Description: Black crumbly material with black thin film and paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Mineral grains, Fine particles NDNone Detected None Detected ND

Plastic, Paint

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02
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< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

24045624Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-13

Layer 1 of 2 Description: Tan compressed fibrous material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles, Paint 29%Cellulose None Detected ND
Layer 2 of 2 Description: Beige soft mastic with wood flakes

Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %
Mastic, Fine particles, Wood flakes 6%Cellulose None Detected ND

24045625Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-14

Layer 1 of 2 Description: Tan compressed fibrous material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles, Paint 33%Cellulose None Detected ND
Layer 2 of 2 Description: Beige soft mastic with wood flakes

Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %
Mastic, Fine particles, Wood flakes 8%Cellulose None Detected ND

24045626Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-15

Layer 1 of 1 Description: Black crumbly material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Asphalt/Binder, Fine grains, Fine particles NDNone Detected Chrysotile 2%

24045627Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-16

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02
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< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

Layer 1 of 1 Description: Black crumbly material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Asphalt/Binder, Fine grains, Fine particles NDNone Detected Chrysotile 2%

24045628Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-17

Layer 1 of 1 Description: Gray soft elastic material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles <1%Cellulose None Detected ND

24045629Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-18

Layer 1 of 1 Description: Gray soft elastic material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles 2%Polyethylene fibers None Detected ND

24045630Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-19

Layer 1 of 1 Description: Brown brittle mastic
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Mastic, Fine particles NDNone Detected None Detected ND

24045631Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-20

Layer 1 of 1 Description: Brown brittle mastic
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Mastic, Fine particles NDNone Detected None Detected ND

24045632Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-21

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02
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< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

Layer 1 of 1 Description: Gray cementitious material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Cement/Binder, Fine grains, Cementitious particles NDNone Detected Chrysotile 29%

Paint

24045633Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-22

Layer 1 of 1 Description: Gray cementitious material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Cement/Binder, Fine grains, Cementitious particles NDNone Detected Chrysotile 35%

Paint

24045634Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-23

Layer 1 of 1 Description: Black asphaltic material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Asphalt/Binder, Fine particles NDNone Detected None Detected ND

24045635Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-24

Layer 1 of 1 Description: Black asphaltic material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Asphalt/Binder, Fine particles NDNone Detected None Detected ND

24045636Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-25

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02
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< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

Layer 1 of 1 Description: Gray soft sticky material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles, Paint NDNone Detected Chrysotile 12%

24045637Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-26

Layer 1 of 1 Description: Gray soft sticky material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles, Paint NDNone Detected Chrysotile 14%

24045638Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-27

Layer 1 of 1 Description: Gray cementitious material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Cement/Binder, Fine grains, Cementitious particles NDNone Detected None Detected ND

24045639Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-28

Layer 1 of 1 Description: Gray cementitious material with paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Cement/Binder, Fine grains, Cementitious particles <1%Cellulose None Detected ND

Paint, Wood flakes

24045640Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-29

Layer 1 of 2 Description: Orange brittle material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles NDNone Detected None Detected ND

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02

page 8 of 14
SR-99 
1ST AVE S BRIDGE 
TOWER MIT & WATERTIGHT DOOR RPL 
25A005

 
 

Appendix A

Page 30 of 75



< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

Layer 2 of 2 Description: Off-white brittle material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Cement/Binder, Mineral grains, Fine grains NDNone Detected None Detected ND

24045641Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-30

Layer 1 of 2 Description: Orange brittle material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Binder/Filler, Fine particles NDNone Detected None Detected ND
Layer 2 of 2 Description: Off-white brittle material

Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %
Cement/Binder, Mineral grains, Fine grains NDNone Detected None Detected ND

24045642Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-31

Layer 1 of 2 Description: Trace amount of silver paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Metallic paint, Fine particles NDNone Detected Chrysotile 2%
Layer 2 of 2 Description: Black asphaltic fibrous material

Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %
Asphalt/Binder, Fine particles 44%Cellulose None Detected ND

24045643Lab ID: Client Sample #:
Location: XL6583 - NW Control Tower Bridge 99/530E

2022-0806-56-3-32

Layer 1 of 3 Description: Black asphaltic material
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Asphalt/Binder, Fine particles NDNone Detected Chrysotile 5%

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02
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< Client:
Address:

Attention: Mr. Cameron Patterson
XL6583 - NW Control Tower Bridge 99/530E

Client Project #: 2022-0806-56

Samples Received: 32

By Polarized Light Microscopy
Bulk Asbestos Fibers Analysis

NVL Field Services Division
4708 Aurora Ave. N.
Seattle, WA 98103

Method: EPA/600/R-93/116
Samples Analyzed: 32

Project Location:

Batch #: 2407387.00

Date Received: 4/25/2024

Layer 2 of 3 Description: Silver paint
Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %

Metallic paint, Fine particles NDNone Detected Chrysotile 2%
Layer 3 of 3 Description: Black asphaltic material with granules

Non-Fibrous Materials: Other Fibrous Materials:% Asbestos Type: %
Asphalt/Binder, Granules, Fine particles 2%Cellulose None Detected ND

Note: If samples are not homogeneous, then subsamples of the components were analyzed separately. All bulk samples are analyzed using both EPA
600/R-93/116 and EPA 40 CFR Appendix E to Subpart E of Part 763 with the following measurement uncertainties for the reported % Asbestos (1%=0-3%,
5%=1-9%, 10%=5-15%, 20%=10-30%, 50%=40-60%). This report relates only to the items tested. If sample was not collected by NVL personnel, then the
accuracy of the results is limited by the methodology and acuity of the sample collector. This report shall not be reproduced except in full, without written
approval of NVL Laboratories, Inc.  It shall not be used to claim product endorsement by NVLAP or any other agency of the US Government

Client
Akane YoshikawaAnalyzed by:
Kunga WoserReviewed by:

05/02/2024 Date:
05/02/2024Date:

Sampled by:

Kunga Woser, Supervisor Asbestos Laboratory

ASB-02
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NVL Field Services Division 2407387.00

32

Company NVL Batch Number

Total Number of Samples

XL6583 - NW Control Tower Bridge 99/530E

5 DaysTAT

5/2/2024Due Date 4:20 PMTime

(206) 634-1936Fax
cameron.p@nvllabs.comEmail

Project Manager Mr. Cameron Patterson
(206) 547-0100Phone

Rush Samples

Rush TAT
NoAH

2022-0806-56Project Name/Number: Project Location:

Sample ID Description A/RLab ID

ASBESTOS LABORATORY SERVICES

Subcategory
Item Code

PLM Bulk

Metals
ASB-02 EPA 600/R-93-116 Asbestos by PLM <bulk>

4708 Aurora Ave. N.
Seattle, WA 98103

Address

2022-0806-56-3-11 A24045612
2022-0806-56-3-22 A24045613
2022-0806-56-3-33 A24045614
2022-0806-56-3-44 A24045615
2022-0806-56-3-55 A24045616
2022-0806-56-3-66 A24045617
2022-0806-56-3-77 A24045618
2022-0806-56-3-88 A24045619
2022-0806-56-3-99 A24045620
2022-0806-56-3-1010 A24045621
2022-0806-56-3-1111 A24045622
2022-0806-56-3-1212 A24045623
2022-0806-56-3-1313 A24045624
2022-0806-56-3-1414 A24045625
2022-0806-56-3-1515 A24045626
2022-0806-56-3-1616 A24045627
2022-0806-56-3-1717 A24045628
2022-0806-56-3-1818 A24045629

Office Use Only Print Name Company Date TimeSignature

Faxed Emailed

Company Date TimeSignature
ClientSampled by

Rachelle MillerReceived by

ClientRelinquished by

Akane YoshikawaAnalyzed by
Results Called by

NVL
NVL

4/25/24
5/2/24

1620

Print Name

Entered By: Kelly AuVu

Date: 4/25/2024
Time: 4:23 PM

Special
Instructions:
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NVL Field Services Division 2407387.00

32

Company NVL Batch Number

Total Number of Samples

XL6583 - NW Control Tower Bridge 99/530E

5 DaysTAT

5/2/2024Due Date 4:20 PMTime

(206) 634-1936Fax
cameron.p@nvllabs.comEmail

Project Manager Mr. Cameron Patterson
(206) 547-0100Phone

Rush Samples

Rush TAT
NoAH

2022-0806-56Project Name/Number: Project Location:

Sample ID Description A/RLab ID

ASBESTOS LABORATORY SERVICES

Subcategory
Item Code

PLM Bulk

Metals
ASB-02 EPA 600/R-93-116 Asbestos by PLM <bulk>

4708 Aurora Ave. N.
Seattle, WA 98103

Address

2022-0806-56-3-1919 A24045630
2022-0806-56-3-2020 A24045631
2022-0806-56-3-2121 A24045632
2022-0806-56-3-2222 A24045633
2022-0806-56-3-2323 A24045634
2022-0806-56-3-2424 A24045635
2022-0806-56-3-2525 A24045636
2022-0806-56-3-2626 A24045637
2022-0806-56-3-2727 A24045638
2022-0806-56-3-2828 A24045639
2022-0806-56-3-2929 A24045640
2022-0806-56-3-3030 A24045641
2022-0806-56-3-3131 A24045642
2022-0806-56-3-3232 A24045643

Office Use Only Print Name Company Date TimeSignature

Faxed Emailed

Company Date TimeSignature
ClientSampled by

Rachelle MillerReceived by

ClientRelinquished by

Akane YoshikawaAnalyzed by
Results Called by

NVL
NVL

4/25/24
5/2/24

1620

Print Name

Entered By: Kelly AuVu

Date: 4/25/2024
Time: 4:23 PM

Special
Instructions:
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Sincerely,

Nick Ly, Technical Manager

RE: Total Metal Analysis
Method: EPA 6010 Lead <paint>
Item Code: ICP-02

April 29, 2024

NVL Field Services Division
Cameron Patterson

4708 Aurora Ave. N.
Seattle, WA 98103

Enc.: Sample results

NVL Batch # 2407388.00

Client Project:  2022-0806-56
Location:  XL6583 - NW Control Tower Bridge 99/530E

Dear Mr. Patterson,

NVL Labs received 5 sample(s) for the said project on 4/25/2024. Preparation of these samples
was conducted following protocol outlined in EPA 3051/6010D, unless stated otherwise.
Analysis of these samples was performed using analytical instruments in accordance with EPA
6010 Lead <paint>. The results are usually expressed in mg/kg and ppm. Test results are not
blank corrected.

For recent regulation updates pertaining to current regulatory levels or permissible exposure
levels, please call your local regulatory agencies for more detail.

At NVL Labs all analyses are performed under strict guidelines of the Quality Assurance
Program. This report is considered highly confidential and will not be released without your
approval. Samples are archived after two weeks from the analysis date. Please feel free to
contact us at 206-547-0100, in case you have any questions or concerns.
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Total Metals

Lab ID Client Sample #
Sample
wt (g)

Results in
mg / kg

RL
mg / kg

Results in
ppmElements

Analysis Report

XL6583 - NW Control Tower Bridge 99/530E

NVL Field Services DivisionClient:
4708 Aurora Ave. N.
Seattle, WA 98103

Mr. Cameron PattersonAttention:

Address:

Project Location: Samples Received: 5
Samples Analyzed: 5

Batch #: 2407388.00

Date Received: 4/25/2024

Matrix: Paint
Method: EPA 3051/6010D

Client Project #: 2022-0806-56

.. 750.018.0Lead (Pb) 750.00.225124045644 2022-0806-56-Pb-1

.. 750.018.0Lead (Pb) 750.00.216324045645 2022-0806-56-Pb-2

.. 1000.022.0Lead (Pb) 1000.00.181924045646 2022-0806-56-Pb-3

.. 630.022.0Lead (Pb) 630.00.181124045647 2022-0806-56-Pb-4

.. 38.018.0Lead (Pb) 38.00.219524045648 2022-0806-56-Pb-5

ICP-02

ClientSampled by:
Yasuyuki HidaAnalyzed by:
Nick LyReviewed by:

Note : Method QC results are acceptable unless stated otherwise.

Bench Run No: 2024-0426-3

mg/ kg = Milligrams per kilogram RL = Reporting Limit
ppm = Parts per million '<'  = Below the reporting Limit

04/26/2024Date Analyzed:
04/29/2024Date Issued:

Unless otherwise indicated, the condition of all samples was acceptable at time of receipt.

Nick Ly, Technical Manager
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NVL Field Services Division 2407388.00

5

Company NVL Batch Number

Total Number of Samples

XL6583 - NW Control Tower Bridge 99/530E

5 DaysTAT

5/2/2024Due Date 4:20 PMTime

(206) 634-1936Fax
cameron.p@nvllabs.comEmail

Project Manager Mr. Cameron Patterson
(206) 547-0100Phone

Rush Samples

Rush TAT
NoAH

2022-0806-56Project Name/Number: Project Location:

Sample ID Description A/RLab ID

LEAD LABORATORY SERVICES

Subcategory
Item Code

Inductively Coupled Plasma (ICP)

Metals
ICP-02 EPA 6010 Lead <paint>

4708 Aurora Ave. N.
Seattle, WA 98103

Address

2022-0806-56-Pb-11 A24045644
2022-0806-56-Pb-22 A24045645
2022-0806-56-Pb-33 A24045646
2022-0806-56-Pb-44 A24045647
2022-0806-56-Pb-55 A24045648

Office Use Only Print Name Company Date TimeSignature

Faxed Emailed

Company Date TimeSignature
ClientSampled by

Rachelle MillerReceived by

ClientRelinquished by

Yasuyuki HidaAnalyzed by
Results Called by

NVL
NVL

4/25/24
4/26/24

1620

Print Name

Entered By: Kelly AuVu

Date: 4/25/2024
Time: 4:25 PM

Special
Instructions:
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Sincerely,

Nick Ly, Technical Manager

RE: Total Metal Analysis
Method: EPA 6010 Lead <paint>
Item Code: ICP-02

April 29, 2024

NVL Field Services Division
Cameron Patterson

4708 Aurora Ave. N.
Seattle, WA 98103

Enc.: Sample results

NVL Batch # 2407389.00

Client Project:  2022-0806-56
Location:  XL6583 - Bridges 99/530W + 99/530E

Dear Mr. Patterson,

NVL Labs received 2 sample(s) for the said project on 4/25/2024. Preparation of these samples
was conducted following protocol outlined in EPA 3051/6010D, unless stated otherwise.
Analysis of these samples was performed using analytical instruments in accordance with EPA
6010 Lead <paint>. The results are usually expressed in mg/kg and ppm. Test results are not
blank corrected.

For recent regulation updates pertaining to current regulatory levels or permissible exposure
levels, please call your local regulatory agencies for more detail.

At NVL Labs all analyses are performed under strict guidelines of the Quality Assurance
Program. This report is considered highly confidential and will not be released without your
approval. Samples are archived after two weeks from the analysis date. Please feel free to
contact us at 206-547-0100, in case you have any questions or concerns.
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Total Metals

Lab ID Client Sample #
Sample
wt (g)

Results in
mg / kg

RL
mg / kg

Results in
ppmElements

Analysis Report

XL6583 - Bridges 99/530W + 99/530E

NVL Field Services DivisionClient:
4708 Aurora Ave. N.
Seattle, WA 98103

Mr. Cameron PattersonAttention:

Address:

Project Location: Samples Received: 2
Samples Analyzed: 2

Batch #: 2407389.00

Date Received: 4/25/2024

Matrix: Paint
Method: EPA 3051/6010D

Client Project #: 2022-0806-56

.. 300000.017.0Lead (Pb) 300000.00.240924045649 2022-0806-56-Pb-6

.. 290000.021.0Lead (Pb) 290000.00.186624045650 2022-0806-56-Pb-7

ICP-02

ClientSampled by:
Yasuyuki HidaAnalyzed by:
Nick LyReviewed by:

Note : Method QC results are acceptable unless stated otherwise.

Bench Run No: 2024-0426-3

mg/ kg = Milligrams per kilogram RL = Reporting Limit
ppm = Parts per million '<'  = Below the reporting Limit

04/26/2024Date Analyzed:
04/29/2024Date Issued:

Unless otherwise indicated, the condition of all samples was acceptable at time of receipt.

Nick Ly, Technical Manager
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NVL Field Services Division 2407389.00

2

Company NVL Batch Number

Total Number of Samples

XL6583 - Bridges 99/530W + 99/530E

5 DaysTAT

5/2/2024Due Date 4:20 PMTime

(206) 634-1936Fax
cameron.p@nvllabs.comEmail

Project Manager Mr. Cameron Patterson
(206) 547-0100Phone

Rush Samples

Rush TAT
NoAH

2022-0806-56Project Name/Number: Project Location:

Sample ID Description A/RLab ID

LEAD LABORATORY SERVICES

Subcategory
Item Code

Inductively Coupled Plasma (ICP)

Metals
ICP-02 EPA 6010 Lead <paint>

4708 Aurora Ave. N.
Seattle, WA 98103

Address

2022-0806-56-Pb-61 A24045649
2022-0806-56-Pb-72 A24045650

Office Use Only Print Name Company Date TimeSignature

Faxed Emailed

Company Date TimeSignature
ClientSampled by

Rachelle MillerReceived by

ClientRelinquished by

Yasuyuki HidaAnalyzed by
Results Called by

NVL
NVL

4/25/24
4/26/24

1620

Print Name

Entered By: Kelly AuVu

Date: 4/25/2024
Time: 4:25 PM

Special
Instructions:
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Sincerely,

Nick Ly, Technical Manager

RE: Total Metal Analysis
Method: EPA 1311/6010 Lead by ICP <Bulk>
Item Code: TCLP-2

May 2, 2024

NVL Field Services Division
Cameron Patterson

4708 Aurora Ave. N.
Seattle, WA 98103

Enc.: Sample results

NVL Batch # 2407386.00

Client Project:  2022-0806-56
Location:  XL6583 - NW Control Tower Bridge 99/530E

Dear Mr. Patterson,

NVL Labs received 1 sample(s) for the said project on 4/25/2024. Preparation of these samples
was conducted following protocol outlined in EPA 1311/6010D, unless stated otherwise.
Analysis of these samples was performed using analytical instruments in accordance with EPA
1311/6010 Lead by ICP <Bulk>. The results are usually expressed in mg/L and ppm. Test
results are not blank corrected.

For recent regulation updates pertaining to current regulatory levels or permissible exposure
levels, please call your local regulatory agencies for more detail.

At NVL Labs all analyses are performed under strict guidelines of the Quality Assurance
Program. This report is considered highly confidential and will not be released without your
approval. Samples are archived after two weeks from the analysis date. Please feel free to
contact us at 206-547-0100, in case you have any questions or concerns.
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Analysis Report

Lab ID Client Sample #
Results in

mg / L
RL in
mg / L

Results in
ppmElements

XL6583 - NW Control Tower Bridge 99/530E

NVL Field Services DivisionClient:
4708 Aurora Ave. N.
Seattle, WA 98103

Mr. Cameron PattersonAttention:

Address:

Project Location: Samples Received: 1
Samples Analyzed: 1

Client Project #: 2022-0806-56

Batch #: 2407386.00

Date Received: 4/25/2024

Matrix: Bulk
Method: EPA 1311/6010D

Toxicity Characteristic Leaching Procedure (TCLP)

<< 0.200.2024045611 2022-0806-56-TCLP-1 Lead (Pb) < <<< 0.20

TCLP-2

ClientSampled by:
Aaron BrownAnalyzed by:
Nick LyReviewed by:

Note : Method QC results are acceptable unless stated otherwise.

Bench Run No: 2024-0430-3

mg/ L = Milligrams per liter RL = Reporting Limit
N/A = Not Applicable '<'  = Below the reporting Limit

05/01/2024Date Analyzed:
05/02/2024Date Issued:

Unless otherwise indicated, the condition of all samples was acceptable at time of receipt.

Nick Ly, Technical Manager
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NVL Field Services Division 2407386.00

1

Company NVL Batch Number

Total Number of Samples

XL6583 - NW Control Tower Bridge 99/530E

5 DaysTAT

5/2/2024Due Date 4:20 PMTime

(206) 634-1936Fax
cameron.p@nvllabs.comEmail

Project Manager Mr. Cameron Patterson
(206) 547-0100Phone

Rush Samples

Rush TAT
NoAH

2022-0806-56Project Name/Number: Project Location:

Sample ID Description A/RLab ID

LEAD LABORATORY SERVICES

Subcategory
Item Code

Inductively Coupled Plasma (ICP)

Metals
TCLP-2 EPA 1311/6010 Lead by ICP <Bulk>

4708 Aurora Ave. N.
Seattle, WA 98103

Address

2022-0806-56-TCLP-11 A24045611

Office Use Only Print Name Company Date TimeSignature

Faxed Emailed

Company Date TimeSignature
ClientSampled by

Rachelle MillerReceived by

ClientRelinquished by

Aaron BrownAnalyzed by
Results Called by

NVL
NVL

4/25/24
5/1/24

1620

Print Name

Entered By: Kelly AuVu

Date: 4/25/2024
Time: 4:22 PM

Special
Instructions:
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Sincerely,

Nick Ly, Technical Manager

RE: Total Metal Analysis
Method: EPA 1311/6010 Lead by ICP <Bulk>
Item Code: TCLP-2

May 7, 2024

NVL Field Services Division
Tanveer Khan

4708 Aurora Ave. N.
Seattle, WA 98103

Enc.: Sample results

NVL Batch # 2407673.00

Client Project:  2022-0806-56
Location:  XL6583 - Bridges 99/530W & 99/530E

Dear Mr. Khan,

NVL Labs received 1 sample(s) for the said project on 4/30/2024. Preparation of these samples
was conducted following protocol outlined in EPA 1311/6010D, unless stated otherwise.
Analysis of these samples was performed using analytical instruments in accordance with EPA
1311/6010 Lead by ICP <Bulk>. The results are usually expressed in mg/L and ppm. Test
results are not blank corrected.

For recent regulation updates pertaining to current regulatory levels or permissible exposure
levels, please call your local regulatory agencies for more detail.

At NVL Labs all analyses are performed under strict guidelines of the Quality Assurance
Program. This report is considered highly confidential and will not be released without your
approval. Samples are archived after two weeks from the analysis date. Please feel free to
contact us at 206-547-0100, in case you have any questions or concerns.
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Analysis Report

Lab ID Client Sample #
Results in

mg / L
RL in
mg / L

Results in
ppmElements

XL6583 - Bridges 99/530W & 99/530E

NVL Field Services DivisionClient:
4708 Aurora Ave. N.
Seattle, WA 98103

Mr. Tanveer KhanAttention:

Address:

Project Location: Samples Received: 1
Samples Analyzed: 1

Client Project #: 2022-0806-56

Batch #: 2407673.00

Date Received: 4/30/2024

Matrix: Bulk
Method: EPA 1311/6010D

Toxicity Characteristic Leaching Procedure (TCLP)

.. 1200.2024047418 2022-0806-56-TCLP-2 Lead (Pb) .. 120

TCLP-2

ClientSampled by:
Aaron BrownAnalyzed by:
Nick LyReviewed by:

Note : Method QC results are acceptable unless stated otherwise.

Bench Run No: 2024-0506-6

mg/ L = Milligrams per liter RL = Reporting Limit
N/A = Not Applicable '<'  = Below the reporting Limit

05/07/2024Date Analyzed:
05/07/2024Date Issued:

Unless otherwise indicated, the condition of all samples was acceptable at time of receipt.

Nick Ly, Technical Manager
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NVL Field Services Division 2407673.00

1

Company NVL Batch Number

Total Number of Samples

XL6583 - Bridges 99/530W & 99/530E

5 DaysTAT

5/7/2024Due Date 2:30 PMTime

(206) 634-1936Fax
tanveer.k@nvllabs.comEmail

Project Manager Mr. Tanveer Khan
(206) 547-0100
(206) 799-2916Cell

Phone

Rush Samples

Rush TAT
NoAH

2022-0806-56Project Name/Number: Project Location:

Sample ID Description A/RLab ID

LEAD LABORATORY SERVICES

Subcategory
Item Code

Inductively Coupled Plasma (ICP)

Metals
TCLP-2 EPA 1311/6010 Lead by ICP <Bulk>

4708 Aurora Ave. N.
Seattle, WA 98103

Address

2022-0806-56-TCLP-21 A24047418

Office Use Only Print Name Company Date TimeSignature

Faxed Emailed

Company Date TimeSignature
ClientSampled by

Kelly AuVuReceived by

ClientRelinquished by

Aaron BrownAnalyzed by
Results Called by

NVL
NVL

4/30/24
5/7/24

1430

Print Name

Entered By: Fatima Khan

Date: 4/30/2024
Time: 3:35 PM

Special
Instructions:
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Sincerely,

Nick Ly, Technical Manager

RE: Total Metal Analysis
Method: EPA 1311/6010 Lead by ICP <Bulk>
Item Code: TCLP-2

May 7, 2024

NVL Field Services Division
Tanveer Khan

4708 Aurora Ave. N.
Seattle, WA 98103

Enc.: Sample results

NVL Batch # 2407674.00

Client Project:  2022-0806-56
Location:  XL6583 - NIN Control Tower Of Bridge 99/530E

Dear Mr. Khan,

NVL Labs received 4 sample(s) for the said project on 4/30/2024. Preparation of these samples
was conducted following protocol outlined in EPA 1311/6010D, unless stated otherwise.
Analysis of these samples was performed using analytical instruments in accordance with EPA
1311/6010 Lead by ICP <Bulk>. The results are usually expressed in mg/L and ppm. Test
results are not blank corrected.

For recent regulation updates pertaining to current regulatory levels or permissible exposure
levels, please call your local regulatory agencies for more detail.

At NVL Labs all analyses are performed under strict guidelines of the Quality Assurance
Program. This report is considered highly confidential and will not be released without your
approval. Samples are archived after two weeks from the analysis date. Please feel free to
contact us at 206-547-0100, in case you have any questions or concerns.
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Analysis Report

Lab ID Client Sample #
Results in

mg / L
RL in
mg / L

Results in
ppmElements

XL6583 - NIN Control Tower Of Bridge 99/530E

NVL Field Services DivisionClient:
4708 Aurora Ave. N.
Seattle, WA 98103

Mr. Tanveer KhanAttention:

Address:

Project Location: Samples Received: 4
Samples Analyzed: 4

Client Project #: 2022-0806-56

Batch #: 2407674.00

Date Received: 4/30/2024

Matrix: Bulk
Method: EPA 1311/6010D

Toxicity Characteristic Leaching Procedure (TCLP)

.. 0.310.2024047419 2022-0806-56-TCLP-3 Lead (Pb) .. 0.31

.. 0.250.2024047420 2022-0806-56-TCLP-4 Lead (Pb) .. 0.25

.. 4.90.2024047421 2022-0806-56-TCLP-5 Lead (Pb) .. 4.9

<< 0.200.2024047422 2022-0806-56-TCLP-6 Lead (Pb) < <<< 0.20

TCLP-2

ClientSampled by:
Aaron BrownAnalyzed by:
Nick LyReviewed by:

Note : Method QC results are acceptable unless stated otherwise.

Bench Run No: 2024-0506-6

mg/ L = Milligrams per liter RL = Reporting Limit
N/A = Not Applicable '<'  = Below the reporting Limit

05/07/2024Date Analyzed:
05/07/2024Date Issued:

Unless otherwise indicated, the condition of all samples was acceptable at time of receipt.

Nick Ly, Technical Manager
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NVL Field Services Division 2407674.00

4

Company NVL Batch Number

Total Number of Samples

XL6583 - NIN Control Tower Of Bridge 99/530E

5 DaysTAT

5/7/2024Due Date 2:30 PMTime

(206) 634-1936Fax
tanveer.k@nvllabs.comEmail

Project Manager Mr. Tanveer Khan
(206) 547-0100
(206) 799-2916Cell

Phone

Rush Samples

Rush TAT
NoAH

2022-0806-56Project Name/Number: Project Location:

Sample ID Description A/RLab ID

LEAD LABORATORY SERVICES

Subcategory
Item Code

Inductively Coupled Plasma (ICP)

Metals
TCLP-2 EPA 1311/6010 Lead by ICP <Bulk>

4708 Aurora Ave. N.
Seattle, WA 98103

Address

2022-0806-56-TCLP-31 A24047419
2022-0806-56-TCLP-42 A24047420
2022-0806-56-TCLP-53 A24047421
2022-0806-56-TCLP-64 A24047422

Office Use Only Print Name Company Date TimeSignature

Faxed Emailed

Company Date TimeSignature
ClientSampled by

Kelly AuVuReceived by

ClientRelinquished by

Aaron BrownAnalyzed by
Results Called by

NVL
NVL

4/30/24
5/7/24

1430

Print Name

Entered By: Fatima Khan

Date: 4/30/2024
Time: 3:38 PM

samples originally from batch#2407388Special
Instructions:
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Sincerely,

Nick Ly, Technical Manager

RE: Total Metal Analysis
Method: EPA 1311/6010 Lead by ICP <Bulk>
Item Code: TCLP-2

May 7, 2024

NVL Field Services Division
Tanveer Khan

4708 Aurora Ave. N.
Seattle, WA 98103

Enc.: Sample results

NVL Batch # 2407675.00

Client Project:  2022-0806-56
Location:  XL6583 - Bridges 99/530W & 99/530E

Dear Mr. Khan,

NVL Labs received 2 sample(s) for the said project on 4/30/2024. Preparation of these samples
was conducted following protocol outlined in EPA 1311/6010D, unless stated otherwise.
Analysis of these samples was performed using analytical instruments in accordance with EPA
1311/6010 Lead by ICP <Bulk>. The results are usually expressed in mg/L and ppm. Test
results are not blank corrected.

For recent regulation updates pertaining to current regulatory levels or permissible exposure
levels, please call your local regulatory agencies for more detail.

At NVL Labs all analyses are performed under strict guidelines of the Quality Assurance
Program. This report is considered highly confidential and will not be released without your
approval. Samples are archived after two weeks from the analysis date. Please feel free to
contact us at 206-547-0100, in case you have any questions or concerns.
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Analysis Report

Lab ID Client Sample #
Results in

mg / L
RL in
mg / L

Results in
ppmElements

XL6583 - Bridges 99/530W & 99/530E

NVL Field Services DivisionClient:
4708 Aurora Ave. N.
Seattle, WA 98103

Mr. Tanveer KhanAttention:

Address:

Project Location: Samples Received: 2
Samples Analyzed: 2

Client Project #: 2022-0806-56

Batch #: 2407675.00

Date Received: 4/30/2024

Matrix: Bulk
Method: EPA 1311/6010D

Toxicity Characteristic Leaching Procedure (TCLP)

.. 450.2024047423 2022-0806-56-TCLP-7 Lead (Pb) .. 45

.. 2700.2024047424 2022-0806-56-TCLP-8 Lead (Pb) .. 270

TCLP-2

ClientSampled by:
Aaron BrownAnalyzed by:
Nick LyReviewed by:

Note : Method QC results are acceptable unless stated otherwise.

Bench Run No: 2024-0506-6

mg/ L = Milligrams per liter RL = Reporting Limit
N/A = Not Applicable '<'  = Below the reporting Limit

05/07/2024Date Analyzed:
05/07/2024Date Issued:

Unless otherwise indicated, the condition of all samples was acceptable at time of receipt.

Nick Ly, Technical Manager
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NVL Field Services Division 2407675.00

2

Company NVL Batch Number

Total Number of Samples

XL6583 - Bridges 99/530W & 99/530E

5 DaysTAT

5/7/2024Due Date 2:30 PMTime

(206) 634-1936Fax
tanveer.k@nvllabs.comEmail

Project Manager Mr. Tanveer Khan
(206) 547-0100
(206) 799-2916Cell

Phone

Rush Samples

Rush TAT
NoAH

2022-0806-56Project Name/Number: Project Location:

Sample ID Description A/RLab ID

LEAD LABORATORY SERVICES

Subcategory
Item Code

Inductively Coupled Plasma (ICP)

Metals
TCLP-2 EPA 1311/6010 Lead by ICP <Bulk>

4708 Aurora Ave. N.
Seattle, WA 98103

Address

2022-0806-56-TCLP-71 A24047423
2022-0806-56-TCLP-82 A24047424

Office Use Only Print Name Company Date TimeSignature

Faxed Emailed

Company Date TimeSignature
ClientSampled by

Kelly AuVuReceived by

Federal ExpressRelinquished by

Aaron BrownAnalyzed by
Results Called by

NVL
NVL

4/30/24
5/7/24

1430

Print Name

Entered By: Fatima Khan

Date: 4/30/2024
Time: 3:41 PM

Sample originally from batch# 2407389Special
Instructions:
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Tanveer E. Khan

AHERA Building Inspector

This is to certify that

4 hours of online refresher training as an

TSCA Title II, 40 CFR 763 (AHERA)
to comply with the training requirements of

has satisfactorily completed

189935
Certificate Number

Instructor:

EPA Provider # 1085

Jun 22, 2023
     Date(s) of Training

Expires in 1 year.

N/AExam Score:
(if applicable)

Sue Maas

TERRACON TRAINING - FORMERLY ARGUS PACIFIC / 21905 64TH AVE W, SUITE 100 / MOUNTLAKE TERRACE, WASHINGTON 98043 / 206.285.3373 / ARGUSPACIFIC.COM

Certificate of Completion
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STATE OF WASHINGTON
Department of Commerce

Lead-Based Paint Abatement Program

Has fulfilled the certification requirements of
WAC 365-230

and has been certified to conduct lead-based 
paint activities as a

Risk Assessor

Certification  # Issuance Date Expiration Date
6110 01/10/2023 01/13/2026

Tanveer E Khan
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Cameron Patterson

AHERA Building Inspector

This is to certify that

4 hours of online refresher training as an

TSCA Title II, 40 CFR 763 (AHERA)
to comply with the training requirements of

has satisfactorily completed

192135
Certificate Number

Instructor:

EPA Provider # 1085

Dec 27, 2023
     Date(s) of Training

Expires in 1 year.

N/AExam Score:
(if applicable)

Tracy Bockla

TERRACON TRAINING - FORMERLY ARGUS PACIFIC / 21905 64TH AVE W, SUITE 100 / MOUNTLAKE TERRACE, WASHINGTON 98043 / 206.285.3373 / ARGUSPACIFIC.COM

Certificate of Completion
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STATE OF WASHINGTON
Department of Commerce

Lead-Based Paint Activities Program

Has fulfilled the certification requirements of
WAC 365-230

and has been certified to conduct lead based 
paint activities as a

Inspector.

Certification  # Issuance Date Expiration Date
24-0007 01/05/2024 01/05/2027

Cameron Cole Patterson
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